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NATURAL RESOURCES CONSERVATION SERVICE
CONSERVATION PRACTICE GENERAL SPECIFICATIONS

PUMPING PLANT
ELECTRIC SUBMERSIBLE PUMPS

(No.)

CODE 533

SCOPE

These construction specifications cover the materials and installation of electric submersible pumping
units of 2 horsepower or less. They do not include the installation of the well.

Pumps shall be installed according to manufacturer’s instructions. Pump manufacturer’s
recommendations shall be followed in regard to interior dimensions, clearances, elbows, valves,
controls, and pump head characteristics.

PUBLIC AND PRIVATE UTILITIES

Utilities are defined to be public or private, overhead and underground power or communication lines, or
any pipelines. The landowner/operator/contractor shall conduct their own search and discovery for
utilities in order to lessen or avoid potential damages, injuries or loss of life. Prior to construction, the
owner/operator should complete an OK-ENG-45 UTILITIES INVENTORY and CONSTRUCTION
RELEASE to document known utilities. Prior to any ground disturbance, the installer or their
representative shall call the Oklahoma One-Call System as required by State law.

QUALITY CONTROL

Quiality control of all materials and construction procedures is the responsibility of the landowner and
contractor. NRCS will make periodic review(s) of the work for the benefit of the agency which will
include the final construction check with the pump flowing.

EQUIPMENT

1. Submersible Pump and Motor: The pump and motor shall be capable of delivering the required daily
capacity at the total head shown in the construction details. The pump and motor shall have
minimum 2 year warranty.

2. Electrical Components: All electric components including lightning arrestors and grounding shall be
provided according to manufacturer's recommendations.

3. Drop Pipe: All drop pipe shall meet NSF requirements. The drop pipe, not to exceed 2 inch nominal
size, shall be one of the following:

a. Galvanized steel drop pipe consisting of joints of reamed galvanized pipe, threaded and
complete, with long couplings having a quality equal to the pipe. The pipe shall be Schedule 40
and meet ASTM-A-53. The total pumping head shall not exceed 72% of the pressure rating of
the pipe.
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b.

Polyethylene (PE) pipe shall comply with one of the following specification: ASTM-D-2239 (SIDR-
PR) or ASTM-D-3035 (SDR-PR). Polyethylene (PE) pipe fittings shall conform to manufacturer’s
recommendations. The pipe and fittings shall have a pressure rating equal to or greater than the
following:

i. For atotal pumping head of 0 to 100 feet the minimum pressure rating shall be 125 psi.

ii. For atotal pumping head greater than 100 feet the minimum pressure rating shall be 200
psi. The minimum of 3/16” diameter type 304 stainless steel cable shall be used to support
the pump. Total pumping head shall not exceed 72% of the pressure rating of the pipe and
shall not exceed 450'.

Polyvinyl chloride (PVC) pipe shall be PVC 1120, Schedule 80 or 120 conforming to ASTM-D-
1785. Total Pumping Head shall not exceed 72% of the pressure rating of the pipe. The pipe
shall have threaded couplings having a strength equal to or exceeding the pipe.

. Check Valves: Check valve(s) shall be spring-loaded, stem or cage poppet-style.

Torque Arrestors: Torque arrestor(s) shall be constructed of PVC or rubber material and field
adjustable to hold pump centered in well. Stainless steel clamps shall be used to securely fasten
the torque arrestor to the drop pipe.

INSTALLATION

1.

Pump: The installation of the pump, motor, drop pipe and other pump accessories shall conform to
Oklahoma Water Resources Board Rules Title 785, Chapter 35, Well Driller and Pump Installer
Licensing, Subchapter 9, Minimum Standards for Pump Installation.

Electrical Components: The controller, electronic components, lightning arrestors, grounding rods,

and wiring shall be installed in accordance with NEC requirements and manufacturer's
recommendations. Installation by a licensed electrician is highly recommended.

Conductors (Power Cable):

a.

Splicing: The power cable shall be furnished in one continuous length within the well where
possible. A maximum of two water tight electrical splices within the well will be allowed. Splices
may be completed using water tight wire connections or water proof taping.

Clamps: A stainless steel clamp may be used below each drop pipe joint to tie the power cable
to the drop pipe. The installer shall protect the cable at each stainless steel clamp with a 3 inch
long piece of polyethylene plastic, split on one side and placed around the drop pipe. Clamps
shall be spaced a maximum of 22’ apart.

Taping: Four turns of % inch plastic tape at each joint can be substituted for the stainless steel
clamps specified above in (2). However, the Installer shall also tie the power cable to the drop
pipe with four turns of % inch plastic tape equally spaced between joints not to exceed 10-feet.
Maximum spacing between tapings shall be 10 feet.

Check Valves: Average spacing shall be 200 feet (not equally spaced) and a check valve shall be
installed a maximum of 21’ above the pump provided an internal check valve is not present in the
pump. If needed for water quality protection a horizontal check valve will be installed in the
discharge pipe.
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5. Centering Guides: Install centering guides at a maximum of 42’ apart throughout the entire drop
pipe.

6. Torque Arrestor: If plastic drop pipe is used a minimum of three torque arrestors shall be installed.
Place one immediately above the pump, one 10 feet above the pump and another 20 feet above the

pump.

7. FElow Testing: After installation is complete, the Installer shall operate the pump for a period of 1
hour. The Installer shall also provide facilities for the safe discharge of the test water.

8. Sanitary Protection of Well: The installer shall protect the well during the construction period to
prevent vandalism, tampering, or seepage of contaminated water, petroleum products or other
contaminants into the well from the ground surface.

CERTIFICATION

The Installer shall certify that the pump is properly installed and operates in accordance with the
design needs and with NRCS standards and specifications by signing the Certification section of the
OK-ENG-54 Pumping Plant Data Sheet.

GUARANTEE

The Installer shall provide the owner/operator (with a copy provided to USDA-NRCS) a guarantee that
covers materials and installation against any defect or workmanship, for a period of one year from the
date of completion.
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